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AMENDMENT N9. 2 MARCH J990
TO

IS : 9739 - 1981 SPECIFICATION FOR PRESSURE
REDUCING VALVES FOR DOMESTIC WATER

SUPPLY SYSTEMS

( PQg~ 9, Fig. 3 ) - Substitute the figure given on page 2 for the
ex iSling figure.

(Page 9, clause ti.S.I, line 6 ) - Substitute '9-227 4 MPa' for
'0-227 4 MPa'.
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Indian Standard
SPECIFICATION FOR

PRESSURE REDUCING VALVES FOR
DOMESTIC WATER SUPPLY SYSTEMS

o. FOREWORD

0.1 This Indian Standard was adopted by the Indian Standards Institution
on 30January 1981, after the d'raft finalized by the Sanitary Appliances
and Water Fittings Sectional Committee had been approved by the Civil
Engineering Division Council.

0.2 Normally a fluid. like water, builds up pressure when it is stored at
an elevation or is taken from lines which are connected to motivation
pumps. In many applications fluids at such high pressure cannot be
utilized directly as they may damage other equipment connected to the
line. For these reasona pressure reducing valves are installed on the
fluid line to reduce and also to evaluate the fluid pressure in the most
economical and simple way. This standard has been prepared with a
view to providing guidance to the manufacturers and the users as to the
requirement. of pressure reducing valves of different sizes.

0.' For the purpose of deciding whether a particular requirement of
this standard il complied with, the final value, observed or calculated,
expressing the result of a test or analysis, shall be rounded off in
accordance with IS : 2-1960-. The number of significant places retained
in the rounded off value should be the same as that of the specified value
in this standard.

I. SCOPE

1.1 This standard lay. down the requirements regardinl material.
construction and workmanship, performance and marking of pressure
reducing valves of different size. for domestic water supply system
suitable for maximum inlet pressure of 1·722 5 MPa.

1.2 The valve. covered by this standard are self-contained, direct acting,
single leat, diaphgram type. Valves with integral or separate strainer.
connected to tlae valve inlet are included.

-Rule. ror rouadlal 08' aumerlcal valuel ( ",is,~ ).
s 
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2. NOMINAL SIZES

2.1 The pressure reducing valves shall be of the rollowing nominal
sizes:

.15 mm ( 1/2 ). 20 mm ( 3/4 ), 25 mm ( 1 ), 32 mm ( 11 ), 40 mm
( Ii ) and 50 mm (2 ).

No'!'. - The lilurea within the bracketl refer to the .ize. and deliaDationl of the
threaded ead u per IS : 554.1975-.

2.2 Nominal size of the valve shall be designated by the nominal bore of
the pipe to which the valve .is fitted.

3. MATBRIALS

3.1 The different components or pressure reducing valves sball be made
of the materials al liven in Table I.

3.2 Bodies of leparate strainer. may be of calt iron conforming to Grade
FG 200 of IS : 210-19781.

t. CONSTRUCTION AND WORKMANSHIP

t.l All caltingl shall be sound, free from laps, blow hole. and other
lurface defects.

U Body and component••ball be 10 designed a. to provide ample
resiltance to distortion under maximum working prellure.

t.1 The valves sball have screwed female ends threaded to IS : 554-1975
for connection to the pipe line ( I" 2.1 ). The ends shall be made
h~xalonal or of any other luitable deli,n to facilitate wrenchiDI' A
typicallketch of prellure reduciol valve 11 shown in Pi,. 1.

t." The pre.ure adjultins Ihall be effected by a diaphragm loaded with
a spring.

t.5 The seat may be integral with the body or it ~ay have replaceable
riol·

te8 The design of the valve shall be lucb that in calc of fililure of any
part or the valve, it Ihan be capable of maintaining a cuntinuoul flo,,· of
water to the Iystem.

ti.7 All valvel shall be so constructed and installed as to permit repair or
removal of parta without breaking a pipeline or removing the valve from
the pipelide.

eDlaaeuloDi for pipe thread. where preIIure ti,ht jointl are requir~d on the tbreada(,...~,.u_).
tSpecifica,(on 'or ,re)' iron cutin,1 ( llal,tl,..,_ ).
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TABLE I MATERIALS FOR COMPONENTS OP PRESIURE
REDUCING VALVBS

( Claus, S.1 )

INDIAN STANDARDMATERIALCOJrl~ONB!lTSL
No.

i) Body, Dilc holder, Bottom Leaded-tin bronze Grade 2 orIS: 318-1962
cover, Drain plug, Diaph-
ralm retaininl disc, Spring
dilci aDd Check nut

ii) Diaphragm cover and aprins ealt iron Grade FG 200 or
chamber IS : 210.1978t

iii) Body seat ring ( when repla- Chromium steel Crade 12 Or IS of
eeable ), adjustinl screw IS : 1570 (Part V)-
and valve Item 1972:

iv) Tommy bar Mild steel IS 1226-19751

v) DiaphraglD and valve dilc Synthetic rubber

vi) Gasketl Compressed a.bes- Grade C or IS : 2712~
tos fibre 1979U

vii) Fa.tenen Steel IS : 1363.1967'

viii) Spriap Carbon steel IS : .454 ( Part I ).1975••

bE) Seraiaer screen Stainlesl ateet Delignation MCr 18 Ni
10, 070rl8 Ni9. IOCrl7
Ni7, 0' IOCrl7 Mn6 Ni4
N20of IS : 6911.1972tt

-Specification ror leaded tin bronze iDlotl and caltin.1 ( ",u,d ).
tSpecification ror Irey iron ca.tinga ('laird ,'lJi,i." ).
*Scbedulel for wroulht steels: Part V 5tainleu and heat-reai.tiDI .teel. (Jr,'",ili,,, ).
§Specification for Itructural steel ( standard quality) (JJill mlsi•• ).
USpecification for compre••ed aabeltol fibre jointiDSI ( ",.,,~ r.,i.. ).
'SpecificatioD for black hex_loD bolts, Duta and lock Dull ( diameter 6 to S9 IDID)

and black heulon .crewa ( diameter 6 to 24 mm ) (Jrll ,,",i•• ).
••SpecificataoD for ateel wire. (or cold formed 'I')riDI': Part I Patated and cold

drawn sreel wires - unalloyed (Jr,' r,lIin. ).
ttSpecificadOD ror .tainle•• seeel plate. meet'and strip.

t.1 Valves aball be 10 constructed that in normal service they will not
chatter, pulsate, hum or be otherwiae noily.

~., The screen of the strainer shall have a minimum unobstructed open
flow area (total area of holes ) equal to or greater than twice the
nominal pipe flow area. The maximum bole dimenlion of the Icreen
.hall not exceed 1/12 of the v•.Ive orifice escape diameter.

 



.1 I 9739• 1981

'---"'-~"-''''''--PRESSURE ADJUSTING
SPRING

OlAPHRAGM COVER

IAPHRAGM

r-"::~""""~L-._ VALVE DISC

COVER

DRAIN PLUG

Fro. 1 TYPICAL SIt.TCR OP A PaaSlURB RBDUCING VALV.

6
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5. PERFORMANCE RBQ,UIREMENTS

5.1 Hydrostatic Te.t - When subjected to hydrostatic pressure of
1-722 5 MPa at itl inlet and an equal back pressure on the reduced
pressure side, there shall be no leakage or distortion of parts that will
affect the performance of the valve.

5.2 Reduced Pre.....e D.vladoD - The reduced pressure delivered
by the reducing valve shall not deviate by more than 0-007 MPa for
every 0'07 MPa change in the inlet pressure,

5.3 Mlnimam Redaced Pre••are - When water flows through a
pressure reducing valve at the rate given in Table 2, with the inlet
pressure being maintained at 1·7225 MPa the valve shall be capable of
adjustment to a reduced pressure as low as 0 1722 5 MPa.

TABLE 2 CAPACITIES or PRESSURE REDUCING VALVES

NOMINAL
SIZ. (mm)

• FLOW ( 1/1)

20

1-05

32
2-65

40

3'46

5.t Redacecl Pre••are AdJastmeat RaDle - The reducing valve
shall be provided with a reduced pressure adjustment range of not leis
than 0'172 25 MPa.

5.5 Capadty - The reducing valve shall have a minimum capacity as
shown in Table 2 when maintaining a reduced pressure of 0'117 1 MPa
less than its no-flow let pressure and the inlet pressure maintained
at 0-344 5 MPa higher than the reduced point pressure.

6. TEST PROCEDURES

6.1 H)'dro8tatlc Test

6.1.1 Turn the adjusting screw to remove all adjusting spring com
pression and install as in Fig. 2 with both globe valves No. 1 and 2
open. open the supply valve filling the system and purge it of air. Close
valves No, 1 and 2. and raise the supply pressure to 1·722 5 MPa indicat
ed by the Gauge No.1. Observe and record pressure indicated by
Gauge No. 2 which indicates the reduced pressure delivered by the
reducing valve. Hold inlet pressure at 1-722 5 MPa (or not less than
five minutes. A continued rise in pressure indicated by Gauge No. 2
would indicate internal leakage or distortion of internal parts.

1.1.2 Open valve No. 1 allowing pressure on the reduced pressure side
or the reducing valve to equalise at 1-722 5 MPa and hold for not leis
than five minutes, Ob.erve for leaks or distortion of partl.

7
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GLOBE
VALVE Nn 2

PRESSURE REDUCING VALVE

GAUGE ,
No. ,

HVDRAULIC
PRESSURE PUMP

GAUGE
No.2

Flo. 2 TYPICAL ARRANOEMENT POR HYDROSTATIC TEST

6.2 Te.t lor Redaced Pre••ure DeviatioD

6.2.1 With the reducing valve installed as in Fig. 3, maintain 0'7 MPa
inlet pressure. With valve No, 3 opened. the throttling valve No. 4
closed, and orifice valve No.5 open bleeding through a 1'6 mm orifice.
adjust the reducing valve to deliver a reduced pressure of 0·35 MPa
indicated by Gauge No.4. Increase the inlet pressure to I '05 MP. and
record the reduced pressure, Then lower the inlet pressure to 0·35 MPa
and record the reduced pressure. The total reduced pressure deviation
shall not exceed 0·07 MPa.

6.3 Te.t for Mlalma. Reduced Pre••are

6.S.1 With the reducing valve installed as in Fig. 3, control the inlet
pressure to 1-722 5 MPa and with the downstream valves No.4 and 5
closed, open the throttling valve No. 6 slowly until the rate of flow
conforms to that given in Table 2 fvr the size of valve on test, conti
nuously -adjusting the reducing valve to maintain a 0'1722 5 MPa
reduced pressure and readjusting the throttling valve as necessary to
maintain the required ftow rate.

6.3.2 If the inlet pressure cannot be maintained at 1·722 5 MPa during
the specified rate of flow, the reduced pressure may be adjusted to
0'007 MPa lell than 0'172 25 MPa Cor every 0'07 MPa inlet pressure raIl
below 1·722 5 MPa.

8 
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PLOW-MITER OR
MEASURING TANte

SUPPLY SOURCE

(CAPABLE OF MAINTAINING
0-12.TO 0·1 MP. WITH A
MINIMUM FLOW OF 6·31 l'l)

AUXILIARY WATER
SUPPLY MINIMUM
1·1225 MPa

VALVE No.'7

VALVE No.'
~--I

GRittier

VALve No. •

Fla. 3 TYPICAL 'a.lau•• RBDVCINO VALV& TamNo SaT-Up

let T••t t ... Retl8cetl It......... Adj••t....t a••••
8.4.1 With the reducins valve inltalled .1 in Fil. 3. maintain aD inlet

preaure of 0-7 MPa; close all dOWDItream valvel eacept valve No. 5 to
the 1'6 mm orifice. The reduced pre_are adjustment rup .hall meet
the requirement. given in S.t.

1.5 Cap.elt, T..e
1.5.1 Inltall the reduciDI valve in the IYltem u shown in Fil_ S.

elGle all downltream valve. except valve No. 5 in the line to the 1'6 mm
orilee. Open valve No. 3 and regulate the initial preuure to • .uitable
pre.sure indicated by GauBe No. S which .ball be maintained throulb
out the telt. Adjust the reduciDI valve to maintain a set prellure
or 0.227 4 MPa lei' thaD the initial preesure, Clole valve No. 5 and
IIowly open the throttling valve No.4 until the reduced prellUre Gause
No.4 il 0'117 1 MPa lesl than the let preuure and record the rate of
flow throu,h the reducin, valve.

7. INSTRUCTIONS

7.1 Every pressure reduciol valve .hall be accompanied with instruction.
(or inltaUation, adjustment and maintenance.

9 
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8. MARKING

8.1 Every pressure reducing valve shan be permanently marked with the
m,nufacturer's name or trade mark and nominal size.

8.1.1 Each pressure reducing valve may also be marked with the lSI
Certification Mark.

NO'l'R - Tbe Ule of the lSI Certification Mark is loverned by the provilionl o(
the Indian Standarda Inatitution (Certification Marks) Act and the Rule. aDd
Relulationa made thereunder. The lSI Mark on products covered by an Indian
Standard conveys the aSlurance that they have been produced to compJy with the
requirements or that standard under a well-defined lyAtem or Inspeeuen, te,tinl and
quality control which is devised and lupervised by lSI and operated by the
producer. lSI marked products are allo continuously checked by lSI ror conformity
to that Itandard a. a further sa(eluard. Details or conditions under which. licence
ror the use 01 the lSI Certification Mark maybe ,ranted to manuraccuren or
proce••orl. may be obtained (rom the Indian Standard. nlthution.

10
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